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Electrical protective equipment

Division 3 Oregon Administrative Rules Oregon Occupational Safety and Health Division

Table 5 ~ Rubber Insulating Eauipy

Type of equipment

Rubber insulating line hose

Rubber insulating covers

Upon indication that insulating value is suspect and after repair.

Rubber insulating blankets

Rubber insulating gloves

Rubber insulating sleeves

Before first issue and every 12 months thereafter;1' upon
indication that insulating value is suspect; and after repair.

Before first issue and every 6 months thereafter; 12 upon indication
that insulating value is suspect; after repair; and after use without
L Protectors.

Before first issue and every 12 months thereafter;1 upon
indication that insulating value is suspect; and after repair.

Stat. Auth.: ORS 654.025(2) and 656.726(4)
Stats. Implemented: ORS 654.001 through 654.295.
Hist.: OR-OSHA Admin. Order 3-2015, f. 10/9/15, ef. 1/1/16.

1 If the insulating equipment has been electrically tested but not issued for service, the insulating
equipment may not be placed into service unless it has been electrically tested within the

previous 12 months.
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